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The product described in this Report was tested and examined by Intertek for compliance to the standards 
listed below.  The products listed below are not part of an Intertek ETL SEMKO Verification Program.  The 
results are provided to the client as a one time performance test and shall not be utilized to imply compliance to 
the standard as part of an on-going program.  
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2 Connector Channel 
 

 
Component ID Manufacturer Part Number Description 

1 HCS T6A-00410-30 Equipment Cord

2 HCS J6A-00813 Wall Outlet 

3 HCS H6A-00403 Horizontal Cable
 
Conclusion: 
 
The Channel Configuration, as previously described was tested in accordance with the procedures contained in 
3rd FPDAM 1.1 to ISO/IEC 11801: 2002, Generic Cabling for Customer Premises, dated 2006. The channel 
was found to be in compliance with the indicated applicable electrical requirements for Class EA Channel.  
Testing was performed at Intertek ETL SEMKO in Cortland, New York. 
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